
Section 407 Piping Support (Fuel Gas Code). 
 
 
407.3 Expansion and flexibility.  Piping systems shall be 
designed to have sufficient flexibility to prevent thermal expansion 
or contraction from causing excessive stresses in the piping 
material, excessive bending or loads at joints, or undesirable 
forces at points of connections to equipment and at anchorage or 
guide points. 


